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GENERAL SHEET NOTES

SHEET KEYNOTE LEGEND
03 30.01 PROTECTIVE CONCRETE CASING @ BASE OF STEEL COLUMN, TYPICAL

U.N.O.

03 30.03 CONCRETE MAT SLAB, S.S.D.

05 10.01 PAINTED STEEL COLUMN, S.S.D.

05 50.18 PAINTED FABRICATED STEEL DEFLECTION HOOD "TARGET" SECURED TO
TOP OF CONCRETE DRAIN TROUGH, S.S.D.

07 60.01 PAINTED ALUMINUM DOWNSPOUT FROM GUTTER ABOVE, SECURED TO
STEEL COLUMN

08 30.07 ALUMINUM FLOOR ACCESS DOOR THROUGH PIT LID

10 40.01 SURFACE-MOUNTED FIRE EXTINGUISHER CABINET

22 40.03 AREA DRAIN WITH GRATE FLUSH TO SLAB SURFACE, S.P.D.

32 30.31 48" TALL PAINTED PROTECTIVE PIPE BOLLARDS AT PERIMETER OF PUMP
TEST PIT

REVISIONS

No. Description Date

CONCRETE AND CMU WALL DIMENSIONS MEASURED TO FACE OF CONCRETE 
OR BLOCK, U.O.N.

FOR LOCATION AND DETAILED INFORMATION ON SIGNAGE, REFER TO 
"VOLUME 5 CONSTRUCTION DOCUMENT DRAWINGS (SIGNAGE)"

"ALIGN" ANNOTATIONS AT WALLS REFER TO FACE OF FINISH, U.O.N.

SEE PLUMBING DRAWINGS FOR FLOOR DRAIN AND CLEANOUT LOCATIONS.
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