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Extra Work Order
PO Box 5050, Livermore, CA  94551
(925) 373-8370  Fax (925) 373-8379

TO: Roebblen PCO # 001.1  Date 11/12/2021
MCI Job # 91548      Page #
Contract # B20/21-07

Att'n: Inez Ayerra Project Title Los Positas College - Domestic Water Booster System

Hours Totals
ST OT ST OT

Foreman 29 89.43$  146.93$     2,593.47

Laborer X2 58 62.76$  99.02$       3,640.08

Foreman 8 57.50$       460.00

Laborer X2 16 36.26$       580.16

Subtotal 6,233.55 1,040.16

19%reg 16%ot Surcharge 1184.37 166.43

Subtotal 7,417.92 1,206.59

15% MU 1112.69 180.99

Subtotal Labor 8,530.61 1,387.57 9918.19

No. Equipment Hours

ST delay ST delay

Foreman Truck 29 31.00$  899.00

Subtotal 899.00

15% MU 134.85

Subtotal Equip 1,033.85 1033.85

Quan Unit Unit

Price
PRV Credit -4 EA 6,818.00$  -27272.00

PRV Restock Charge 1 LS 16114.00 16114.00

Subtotal -11158.00

15% MU -1,673.70

Subtotal Mat'l -12831.70 -12831.70

Quan Unit Unit

Price

Subtotal

5% MU

Subtotal Mat'l

TOTAL THIS REPORT (1,879.66)

Contractor Representative Resident Inspector

Extended

Amounts

Description of Work: Cost for additional labor & equipment to investigate existing waterline locations for Buildings 800 & 1000

Total

Total

Amounts
ClassificationLabor-Name Hourly Rate Extended

Subcontractor

Material and Work Done by Specialists

Hourly Rate
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SUPPLEMENTAL INSTRUCTIONS #001 

DOMESTIC WATER BOOSTER PUMP PROJECT 
Las Positas College, Livermore 

Issue Date: Monday, August 2, 2021 

To: Inez Ayerra, Roebbelen  From: Sandis  
 c/o 
 Chabot-Las Positas Community College District  636 9th St, Oakland, CA 94607 
 3000 Campus Hill Dr, Livermore, CA 94551  Phone: 510-873-8866 
 Phone:  510-502-1850   

    

 
Sandis Project Number 618184 

These supplemental instructions form part of the Contract Documents and modify the original construction drawings dated March 1, 

2021.   

The descriptions below shall be used as a guide only.  When Specification Sections or Drawings are issued, changes made in 

Specification or on Drawings will take precedence over narrative explanation below.  Contractors shall determine for themselves the 

work affected by the revised Specifications or Drawings. 

ATTACHMENTS 

Narrative: 1 Page  Drawings:  2 Sheets Specifications:  None. 

REVISED DOCUMENTS 

Drawings:  C2.01, C2.03  

DESCRIPTION OF CHANGES 
 
Sheets C2.01, C2.03 

• Proposed PRV at Bldg 1000 removed from scope due to building already having existing PRV.  
• Proposed PRV located on west side of Bldg 1600 removed from scope. Following shut-down 

and water testing investigations carried out by Contractor it was identified that this lateral 
connection was stubbed off and did not connect to adjacent building.  

• Proposed PRV at 2200 removed from scope. Building 2200 is currently in the process of being 
demolished and District has coordinated PRV to be constructed under separate (Building 2200 
rebuild) works package. 

• Proposed PRV located on east side of Bldg 2400 removed from scope. Following shut-down 
and water testing investigations carried out by Contractor it was identified that this lateral 
connection was stubbed off and did not connect to adjacent building.  

• Proposed PRV at Bldg 1900A removed from scope. Following shut-down and water testing 
investigations carried out by Contractor it was identified that 1900A did not have a waterline 
service connection  

• Proposed PRV located within playground area north of building Bldg 2300 removed from scope. 
Following shut-down and water testing investigations carried out by Contractor it was identified 
that this lateral connection was stubbed off and did not connect to adjacent building. 

• Proposed PRV at Bldg 2000 removed from scope due to building already having existing PRV.  
 

 

 

 

END OF SUPPLEMENTAL INSTRUCTIONS 







Extra Work Order
PO Box 5050, Livermore, CA  94551
(925) 373-8370  Fax (925) 373-8379

TO: Roebblen PCO # 002.1  Date 1/28/2022
MCI Job # 91548      Page #
Contract # B20/21-07

Att'n: Inez Ayerra Project Title Los Positas College - Domestic Water Booster System

pump Manufacturer. Check and adjust all PRV's at buildings.
Hours Totals

ST OT ST OT
Foreman 16 89.43$  146.93$     1,430.88

Laborer X2 24 62.76$  99.02$       1,506.24

Subtotal 2,937.12

19%reg 16%ot Surcharge 558.05

Subtotal 3,495.17

15% MU 524.28

Subtotal Labor 4,019.45 4019.45

No. Equipment Hours

ST delay ST delay

Foreman Truck 16 31.00$  496.00

Subtotal 496.00

15% MU 74.40

Subtotal Equip 570.40 570.40

Quan Unit Unit

Price
Iconix Quote 1 LS 8,523.00$  8523.00

Flange Spacer 1 EA 295.00 295.00

Subtotal 8818.00

15% MU 1,322.70

Subtotal Mat'l 10140.70 10140.70

Quan Unit Unit

Price
CA Hydronics Pumps 1 LS 800.00 800.00

Subtotal 800.00

5% MU 40.00

Subtotal Mat'l 840.00 840.00

TOTAL THIS REPORT 15,570.55

Contractor Representative Resident Inspector

Labor-Name Hourly Rate Extended

Subcontractor

Material and Work Done by Specialists

Hourly Rate Extended

Amounts

Description of Work: Cost to furnish & install 6" PRV per SI#002. In addition, re-startup booster pump station with

Total

Total

Amounts
Classification

InezA
Phase 1
.



Item No. Description
Purch. 
Code Unit Quantity Unit Price Total Price

ZVLV0002429 6 CLA-VAL PRV 90-01BPSVYKX SPECIAL EA 1 7,675.00 7,675.00
NBBLTS0608 6-8 A307A PLATED BOLT UP SET 150# EA 2 14.00 28.00
NBGAFTSBR060 6 RING FLANGE-TYTE SBR GASKET EA 2 14.00 28.00

Ship To:Quote To:

USA
LIVERMORE, CA  94550-5050
P O BOX 5050
MOUNTAIN CASCADE, INC.

Fax: 925-373-8379
Tel: 925-373-8370 
USA
LIVERMORE, CA  94550-5050
P O BOX 5050
MOUNTAIN CASCADE, INC.

SalesPerson

Customer No.

Ship Payment Type  
Ship Via

Dakotah Wilber

MOUCAS

F.O.B.

Terms 2% 10th next month net 
30th next month

Printed DWILBER 01/04/2022 11:49 AM

Project
Engineer
Cust Job No. las placitas

Closing Date

Ordered By

Creator Dakotah Wilber
Cust PO No. las placitas

Bid Date

THIS QUOTATION IS VALID FOR THE IDENTIFIED CUSTOMER ONLY AND DOES NOT CONSTITUTE AN OFFER TO SELL. ALL QUOTATIONS ARE SUBJECT TO APPROVAL OF CREDIT.  ICONIX ACCEPTS NO RESPONSIBILITY FOR THE CORRECTNESS OR 
COMPLETENESS OF MATERIAL QUOTED.  F.O.B. POINT & PRICES ARE BASED ON ALL ITEMS AND QUANTITIES QUOTED UNLESS OTHERWISE NOTED. SPECIAL/CUSTOM ORDER PRODUCT NOTED WITHIN THE QUOTE IS NON-CANCELABLE AND NON-
RETURNABLE. ANY ORDER RESULTING FROM THIS QUOTATION CONSTITUTES AN OFFER UNDER ICONIX TERMS AND CONDITIONS, WHICH BECOME BINDING UPON ACCEPTANCE OF THE ORDER BY ICONIX. CUSTOMER MUST CONFIRM SIZES, 
SPECIFICATIONS AND QUANTITIES AT TIME OF ORDER. DUE TO PRODUCT AVAILABILITY AND PRICING UNCERTAINTY, ALL PRICES QUOTED HEREIN WILL NEED TO BE REVIEWED AND MAY BE ADJUSTED AT THE TIME OF ORDER.  PRICING IS SUBJECT TO 
CHANGE IF THERE IS AN INCREASE IN PRODUCT MANUFACTURER’S PRICES AT THE TIME OF PRODUCT AVAILABILITY. PAYMENT TERMS FOR ALL GOODS AND SERVICES WILL BE NET 30 DAYS FROM THE INVOICE DATE. INTEREST IS CHARGED AT 2% ON ALL 
OVERDUE AMOUNTS.  ANY GOODS OR SERVICES PROVIDED BY ICONIX WILL BE SUBJECT TO A LIMITED WARRANTY PROVIDED THAT WHERE ICONIX IS NOT THE MANUFACTURER OF GOODS, CUSTOMER'S SOLE RECOURSE FOR DEFECTIVE GOODS WILL BE TO 
THE MANUFACTURER'S EXPRESS WARRANTY, IF ANY.  EXCEPT AS OTHERWISE SET OUT HEREIN, ALL GOODS AND SERVICES DESCRIBED HEREIN WILL BE PROVIDED SUBJECT TO ICONIX'S TERMS AND CONDITIONS WHICH SUPERSEDE AND TAKE PRECEDENCE 
OVER ANY OTHER TERMS AND CONDITIONS.  THE ICONIX SALE TERMS AND CONDITIONS ARE AVAILABLE ON REQUEST OR ONLINE AT ICONIXWW.COM/UNITED-STATES/TERMS-AND-CONDITIONS-OF-SALE/

Thank you for the opportunity to quote. This quote prepared for you by: Dakotah Wilber
Tel:  Dakotah.Wilber@iconixww.com

0.00
Tax Exempt Amount

7,731.00
Taxable Amount

8,523.43

792.43
7,731.00

 Total:

Total Sales Tax:
Subtotal:

Page:

Sales Quote Date:
Sales Quote Number:

QUOTATION

www.iconixww.com U2210000022Fax: 916-640-8864
Tel: 1-855-284-1127
USA
McClellan, CA  95652-2027
4522 PARKER AVE STE 700
ICONIX Waterworks (US) Inc.

01/04/22

1
1Version No.:
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SUPPLEMENTAL INSTRUCTIONS #002 

DOMESTIC WATER BOOSTER PUMP PROJECT 
Las Positas College, Livermore 

Issue Date: Thursday, December 23, 2021 

To: Inez Ayerra, Roebbelen  From: Sandis  
 c/o 
 Chabot-Las Positas Community College District  636 9th St, Oakland, CA 94607 
 3000 Campus Hill Dr, Livermore, CA 94551  Phone: 510-873-8866   
 Phone: 510-502-1850 

   
Sandis Project Number 618184 

These supplemental instructions form part of the Contract Documents and modify the original construction drawings dated March 1, 

2021.   

The descriptions below shall be used as a guide only.  When Specification Sections or Drawings are issued, changes made in 

Specification or on Drawings will take precedence over narrative explanation below.  Contractors shall determine for themselves the 

work affected by the revised Specifications or Drawings. 

ATTACHMENTS 

Narrative: 2 Page  Drawings:  1 Sheets Specifications:  None. 

REVISED DOCUMENTS 

Drawings:  P1.01 

DESCRIPTION OF CHANGES 
 
Sheets P1.01 

• Proposed Cla-Val 90-1 PRV added to plan set. To be installed on above ground pipework on 
suction side of pump.  Refer revised drawing (P1.01) attached and image 1 below for installation 
details. 
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END OF SUPPLEMENTAL INSTRUCTIONS 

Image 1: PRV installation detail 
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DOMESTIC WATER BOOSTER PUMP SCHEDULE

CODE DESCRIPTION SERVICE MFG DESIGN MODEL

SYSTEM PERFORMANCE PUMP PERFORMANCE

DESIGN

SYSTEM

CAPACITY

(GPM)

SUCTION

PRESSURE

(PSIG)

DISCHARGE

PRESSURE

(PSIG)

SYSTEM
PUMP

TAG
GPM

PUMP

HEAD

(TDH)

CHECK

VALVE
MOTOR

System

designed

for outdoor

operation

Notes: 1, 2,

3, 4, 5, 6,

(7)

HP ENCL. RPM VOLTAGE

BP-1 Domestic Water Outdoors
FlowTherm

Systems
Triplex QFMV3.1-15 600 40 110 8"

P-1 200 162 3" 15 TEFC 3500 460

P-2 200 162 3" 15 TEFC 3500 460

P-3 200 162 3" 15 TEFC 3500 460

1) 304 stainless steel headers - minimum size and connection type listed

2) Individual check valve per pump - minimum size listed

3) Hydropneumatic Tank w/accessory package provided loose as part of package for remote field piping.

4) System controls and VFDs are provided, mounted, and wired to the system.

5) Motors to be premium efficient rated for VFD application.

6) Refer to specifications for pump construction and system control requirements.

7) Pump-Skid manufacturer to paint tank in same finish as pump-skid.
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SHEET

BY:

DRAWING NO. :

APPROVED

DRAWN

SCALE

DATE :

:

BY:

File: X:\P\618184\(4) ENGINEERING\(2) PLAN SETS\(3) SHEET SET\DW BOOSTER\SAMPLE.dwg Date: ----

200-098

11/12/2021

AS INDICATED

THIS RECORD DRAWING HAS BEEN MODIFIED FROM THE
ORIGINALLY ISSUED PLAN SETS TO REFLECT CHANGES MADE TO
THE PROJECT DESIGN THROUGHOUT THE DURATION OF
CONSTRUCTION. THE ENGINEER ASSUMES NO RESPONSIBILITY
FOR THE COMPLETENESS AND/OR ACCURACY OF THESE
DRAWINGS AS THEY RELATE TO THE CONSTRUCTED CONDITIONS.

RECORD DRAWING DATE: 12 NOV 2021

RECORD DOCUMENTS 11/12/2021
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   P1.01

PLUMBING
ENLARGED SITE

PLAN AND DETAILS

NOT TO SCALE   P1.01

2 BOOSTER PUMP SKID ISOMETRIC DIAGRAM

DISPLAYED FOR DIAGRAMATIC PURPOSES

EXTERIOR PUMP SKID, ENCLOSURE AND TANK TO BE 
PROTECTED FROM VANDALISM  AND PHYSICAL DAMAGE

FREESTANDING HYDROPNEUMATIC 
DOMESTIC WATER BLADDER TANK

1/4" = 1'-0"   P1.01

1 PLUMBING ENLARGED SITE PLAN

CAPPED TYP.

SEE SHEET P0.00 FOR FLOW-DIAGRAM

SEE CIVIL FOR  8" INCOMING DOMESTIC WATER CONNECTION

SEE CIVIL FOR  8" PRESSURE-ASSISTED DOMESTIC WATER CONNECTION

SEE CIVIL FOR ENCLOSURE

BP-1

ISOLATION VALVE

SEE CIVIL FOR  8" PRESSURE-
ASSISTED DOMESTIC WATER 

CONNECTION

SEE CIVIL FOR  8" INCOMMING 
DOMESTIC WATER CONNECTION

PILOT-LINE

ISOLATION VALVE

BUFFER-TANK

INSTALL (N) 6" PRV (CLA-VAL MODEL 90-01) 
ON ABOVEGROUND PIPEWORK

INSTALL (N) 6" PRV (CLA-VAL MODEL 90-01) 
ON ABOVEGROUND PIPEWORK

iwalynetz
Text Box

iwalynetz
Polygon

iwalynetz
Text Box
2

iwalynetz
Text Box
SI#02

iwalynetz
Text Box
12/23/2021

iwalynetz
Cloud

iwalynetz
Polygon

iwalynetz
Text Box
2

iwalynetz
Cloud

iwalynetz
Polygon

iwalynetz
Text Box
2


		2022-01-31T13:41:43-0800
	Michael Kuykendall




